LAk

I I

}

.y

)

» F% 1 HO2VRT
\ 1. ECN
ENGINEERING CHANGE NOTICE -—.----ﬂgﬁg-
Page 10fsS Proj. B-714-123
ECN
2. ECN Cateqory (mark ane) | 3. Originator’'s Name, Organization, MSIN, and Telephone No. 4, Date
Supplemental I} A.R. Snowhite, KEH; £6-42, 6-0324 04-07-92
Diract Revision |
Change ECN O 5. Project Title/No.AWork Order No. B-714/ER8007 | 6. Bidg./sys./Fac. No. 7. Impact Level
Temporary 0 | Grouted Waste Disposal Facilities 218-E-16 534? /sSC-2
ls;ilizr::;ure 8 8. Document Number Affected (include rev. and sheet 9. Related ECN Nols). 10. Related PO No.
Cancelvoid 3 |™’ See Block 12 See Block 12 N/A

11a. Maodification Work
3 Yes (fill out Blk. 11b)
] No {NABIks. 11b,
UnknomI 1e, 11d)

11b. Work Package
Doc. No.

Unknown

11c. Complete Installation Work

11d. Complete Restoration (Temp. ECN only}

Cog. Engineer Signature & Date

Cog. Engineer Signature & Date

12. Description of Change

Black 8: Drawings

H-2-77611,
H-2-77611,

(AF):
9c2, 9C4, & 9C5).
(DE):
(Item 982 & 9B3).
FACILITY DESIGN.

H-2-77573, Sh 2,
H-2-77597, Sh 1,
Sh 1,
Sh 2,

Rev O
Rev 2
Rev 1
Rev 1

Specification B-714-C2, Rev 1 (V-B714C2-003)
Block 9: ECN B-714-86,

kkkkkkkkkkhkkikkRhkkrRkhkkdrkiRdhkRbkikkrRiddhkrkhrikirkihkhkikrRrkhiihriis %

-78481,

-94, & -98

Block 13b (Justification Details) continued:
Manufacturer recommended new method of connecting jumper cable to sensing cable
that permits field made connections rather than factory connections (Item 9A, 9Cl,

(FC): Additional drawing added to clarify sensing cable installation {Item 1,
Product is no longer available through company originally specified (Item 9Bl).
Additional information added to comply with Hanford Plant Standards

Word not required (Item 9C6).

H-2-78443, Sh 1, Rev 1
H-2-78468, Sh 1, Rev 1
H-2 Sh 2, Rev 0

SC-2: Items as noted on
page 3 & 4

SC-3: Al /ogﬁwms

5 & 8).

Incorrect dwg called out (Item 3).
THOSE CHANGES MADE TO SAFETY CLASS 2 ITEMS DO NOT IMPACT THE INTEGRITY OF THE ORIGINAL

13a. Justification (mark one} | 13b. Justification Details
Criteria Change £ (DI): To refer contractor to new elec dwg for sensing cable
Design improvement R installation (Item 2A, 4, 6A & 7). Maintain uniform word terminology
Environmental 2| throughout project documents (Item 2B & 6B). Words changed to
As-Found B | clarify sensing cable installation (Item 9C3 & 9C7).
Facllitate Const. u JUSTIFICATION DETAILS CONTINUED IN BLOCK 12 ABOVE
Const. Error/Omission [ ]
Design Error/Omissien [l (
14. Distribution (include name, MSIN, and no. of copies}) RELEASE STAMP
KEH DISTRIBUTION 0. A, Ha'ivorson R3-10 |
Const Doc Cntl E2-50 J. §. Hitl [2] H4-57 i
K. S. McCullough  N1-83 | OFFICIAL RELEASE(@)
WHC DISTRIBUTION D. B. Powell Ea,] R4-03 l BY WRC -
Project Files R1-28 T. W. Staehr (PE) R3-27 : DATE
3. K. Epperiey  R1-29 J. E. Vanbeek R3-27 MAY 08 1992
Cor‘dr‘ay 1-54 DOE L
JS?;Q © 5%*3;_73 A. 6. Lassila as-10 RECEVED oo 2
2o otz LU o Ay 202 1992

NAN A-7900-013 (11/88)
R.K. SA
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1. ECN {use no. from pg. 1}
ENGINEERING CHANGE NOTICE Page20t >3 _ B-714-123
15.Design Verification |} 16. Costimpact 17. Schedule Impact {days)
Required ENGINEERING CONSTRUCTION /‘7’4
- ol . 11
B ves Additional i} 5 2&39 — Additional [l s__/000 improvement []
O ne Savings g s savingg [ $ Delay o

18. Change Impact Review: Indicate the related documents (other than the engineering documents identified on Side 1) that will be affected by
the change described in Block 12. Enter the affected document number in Block 19.

SDD/OD

Functional Design Criteria
Operating Specification
Criticality Specification
Conceptual Design Report
Equipment Spec.

Const., Spec.

Preturement Spec.
Vendor Information

OM Manual

FSARSAR

Safety Equipment List
Radiation Work Permit
Environmental Impact Statement
Environmental Report
Environmental Permit

0 o

Seismic/Stress Analysis
Stress/Design Report

Interface Control Drawing
Calibration Procedure
Instaliation Procedure
Maintenance Procedure
Engineering Procedure
Operating instruction

Operating Procedure
Operational Safaty Requirement

IEFD Drawing

Cell Arrangement Drawing
Essential Material Specification
Fac. Prac. Samp. Schedule

Inspection Plan

Inventory Adjustment Request

Component Index
ASME Coded Item

Computer Software
Electric Circuit Schedule
ICRS Procedure

Process Flow Chart
Purchase Requisition

Tank Calibration Manual
Health Physics Procedure
Spares Multiple Unit Listing
Test Procedures/Spacification

Human Factor Consideration

Process Control Manual/Plan

DOo0O00A008c000000

OOO00000000000000

19.

Cther Affected Documents: {NOTE: Documents listed below will not be revised by this ECN.) Signatures below indicate that the signing
arganization has been notified of other affected documents listed below.

Document Number/Revision

Document Number/Revision

Document Number/Revision

20, Approvals

OPERATIONS AND Esrilggature . Date S Signature Date

NS A INEERIN ARCHI T-ENGINEER

Cog/Project Engineer '&A} @Z’\\ 4 ’5" 7"?2__ PE f Z: 6 t ‘5/7 9z.
Cog./Project Engr. Mgr. . ) = : gj 22{5 . QA ﬁ%g’m 5‘/" 32
oA Dk, Coo~ndaee 5-7-F 2 satety 7 S ~27
Safety / Design CIVIL: ,”7"”@”&“5 4.30, 92
Security other PIPING: NN N Ham  4=30-92
Proj.Prog/Dept. Mgr. ELEC: =2 /{ %ﬁ% ST
Def. React. Div. ENVIR: )W,QQL_Q»J(L S-M-9T
Chem. Proc. Div, SPECS: 9 {,: /M& S5- {""6’2
Def, Wst, Migmt, Div. DEPARTME% OF ENERGY

Adv. React. Dev, Div,

Proj. Dept.

Environ. Div. ADDITIONAL

IRM Dept, (KEH_REVIEW)> L2 s

Facility Rep. (Ops) E: 2 S/ 22
Other CQA: C}"-{d;/%ﬁ.} = 77

A-7900-013R {11/88)




1, ECN

ENGINEERING CHANGE NOTICE CONTINUATION SHEET Page _3 of 5_ B~714-123

1) H-2-77573, SH 2, REV O
ADD the following dwg to ELECTRICAL column:
H-2-77630 7501 ELECTRICAL SENSING CABLE PLAN & DETAILS

2) H~2-77597, SH 1, REV 2

¢sc-2y A)  Section A (Z E8): Modify - see page 5 of this ECN.

(¢sc-2) B) Detail 8 (Z F4): Change "TRACETEK END KIT" to read "SENSING CABLE END
TERMINATION"

3) H-2-77611, SH 1, REV 1
Detail 3 (Z B7): Change drawing number called out on the Section A cut from
"H-2-77687" to "H-2-77597"

4y H-2-77611, SH 2, REV 1
(sc-2y {Affects ECN B-714-94, pg 5, jtem 20B) Replace Note 10 with the following:

10. SEE DRAWING H-2-77630 FOR INSTALLATION OF SENSING CABLE.

5) H-2-78443, SH 1, REV 1
ADD the following dwg to the REFERENCE block:
H-2-77630 ELEC SENSING CABLE PLAN & DET

6) H-2-78468, SH 1, REV 1

¢sc-2) A)  Section A (Z E8): Modify - see page 5 of this ECN.

(sc-2) B) Detail 8 (Z F4): Change "TRACETEK END KIT" to read "SENSING CABLE END
TERMINATION"

7} H-2-78481, SH 2, REV O
¢sc-2y (Affects ECN B-714-94, pg 5, item 24B) Replace Note 10 with the following:

10. SEE DRAWING H~-2-77630 FOR INSTALLATION OF SENSING CABLE.
8)  ADD new dwg H-2-77630, Rev 0 to project package.
9) SPECIFICATION B-714-C2, REV 1

¢sc-2y A} SECTION 1400, APPENDIX A (Affects ECN B-714-098, page 6):
Change the columns for Sensing Cable as follows:

Item Description: Sensing Cabie Raychem TraceTek Cat. No. TT3000
Method of Verification: Visual: See General Note

B) Section 02200, para 2.1.3

1. Change "Griffolyn Co, Inc.” to "Reef Industries, Inc."
2. Add the following to the end of the 2nd sentence:

"except marker for electrical conductors shall have ne printing”.
3. Add the following to the end of the 3rd sentence:

"except marker for electrical conductors shall be yellow".

*%% ITEM 9 CONTINUED ON NEXT PAGE ***

AT320.036 20188
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1. ECN
ENGINEERING CHANGE NOTICE CONTINUATION SHEET page _ & o5 B-714-123

CONTINUATION OF ITEM 9 (SPEC B-714-C2)
¢sc-2) C) Section 16400

1. Para 2.1.4 (Affects ECN B-714-86, item 2A); Change to read as follows:

2.1.4 Sensing Cable: Raychem TraceTek, Catalog No. TT3000 (without
modular connectors).

2. Para 2.1.4.3 (Affects ECN B-714-86, item 2C):; Change to read as follows:

2.1.4.3 Scotchlok Plastic Connector: For use as shown on the Drawings.
Raychem TraceTek, Catalog No. TT-JSK-SL.

3. Para 2.1.4.4 (Affects ECN B-714-86, item 2C): Change to read as follows:

2.1.4.4 Heat Shrinkable Tubing, for covering End Termination connector
and Connectorized Jumper Cable connectors after both connectors are
connected together, Raychem TraceTek.

4, Para 2.1.4.6 (Affects ECN B-714-86, item 2C); Change to read as follows:

2.1.4.6 Sensing Cable Map: Provide sensing cable map that shows entire
sensing cable routing from Grout Processing Facility to each of four
vaults (102-105). Indicate (by lergth address in feet from pull point
PP~0) the location of all pull points. Provide map with ¢lear plastic
]am;nation and frame. Maximum size not larger than 40 inches by 28
inches.

5. Add new para 2.1.4.7 as follows:

2.1.4.7 Field Connection Kit: For connecting one half of connectorized
Jumper cable to sensing cable. Raychem TraceTek.

6. Para 3.2.8.1: Delete the word "termination”
7. Para 3.2.8.3 (Affects ECN B-714-86, item 2E): Change to read as follows

3.2.8.3 Install Connectorized Jumper Cable as shown on the Drawings.
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REGISTERED ENGINEER REVIEW ¥ REGISTERED ENGINEER REVIEW ¥ REGISTERED ENGINEER REVIEW
CIVIL ~ Item 9B only PIPING - Item 2,3,4,6 & 7 ELEC - Item 9A & 9C
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. MANFORD

KAISER ENGINEERS

ENGINEERING CHANGE NOTICE SKETCH

Ref. Dwg.
H-2-77597

Sh. Rev. | Prepared By Checked By ECN No. Page

1 ]2 | T.K. EHRHARD |90 A NCfo 4m |  B-714-123 5/

4" PIPE ENC-M26a

GROUT LINE
" M25 PIP

SEE H-2-77630
SENSING CABLE
INSTALLATION

4" TEE ' S
SEE NOTE 2
FAN J
72 [

"\\ 2 ;

fote———— 4" 3000% SCRD I o
PIFE CAP ORI
ASTM A105

FOR

4" M26s x &L
T0E 4" NPT

SECTION _/7AN
SCALE: 3/8" = 1"\14-2-77596, H-2-77611 SH1 & 2

| H-2-78468 l 1 Hﬁ

4" .PIPE ENC-M26a

SENSING CABLE
INSTALLATION

4" TEE
SEE NOTE 2 —_—
F N
3

SEE H-2-77630 FOR

{5 181

ler—— 4" 3000t SCRD
PIPE CAP
ASTH A10S

4" w262 x 47L
TOE 4° NPT

SECTION
SCALE: 378 » t‘( F-2-78457

PP XX = PULL POINT NUMBER

KEH-0159.00{01/88)
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